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REPLY TO THE ATTENTION OF:

Ms. Carol Westling
Federated Co-op

925 Highway 47 South
Isle, Minnesota 56342

Re: Compliance Evaluation Inspection
Dear Ms. Westling:

On October 28, 2016, a representative of the U.S. Environmental Protection Agency inspected the
Federated Co-op located in Isle, Minnesota. The purpose of the inspection was to evaluate the facility”s
compliance with certain requirements of the Resource Conservation and Recovery Act (RCRA),
specifically the technical standards and corrective action requirements for owners and operators of
underground storage tanks set forth at 40 Code of Federal Regulations Part 280. Enclosed please find a
copy of our inspection report dated October 28, 2016.

The inspector noted a crack in your premium spill bucket; however, upon further review this did not
appear to be a violation. It 1s recommended that you get this fixed as soon as possible, before it becomes
an issue.

Based upon the information available to the EPA, the inspection did not detect any violations of the
specific RCRA requirements under evaluation. This determination does not limit the applicability of the
requirements evaluated, other RCRA regulations, or regulations under other environmental statutes. The
EPA will continue to evaluate your facility in the future.

If you have any questions or concerns regarding this matter, please contact Mark Restaino, of my staff,
at 312-886-0394.

Sincerely,

Sherry A. K%ﬁce, Chief
Underground Storage Tanks Section

Enclosure

ce: Ryan Rupp, Department of Natural Resources, Mille Lacs Band of Ojibwe Indians
Andrew Boyd, Department of Natural Resources, Mille Lacs Band of Ojibwe Indians
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UST Inspection Checklist ‘%}
PART L OWNER/GPERATOR INFORBATION
|. Facility Rame:  Federated CO-0OP & Date of Visi 102816 7 Marketer: »  Non-Markeier
2. Owner: Federased CO-OP 8. Sue ArrivaifDepartare (Timel: 12:05pm / Hlsem
3. Operator: 9 Facility Address: 825 South Hwy 47
3. Contact Person: _ Caorol Westhing  Isie. MIN 56342
6 UST SnePhone & 320-876-3843 ) 18 Team Members: Rvan Rupp/Andrew Bovd/Carol Westling
PART Il UST SITE INFORMATION
1. Tank # 1 2 3 4 5 & i
g 2. Tank Type: STI-P3 STE-P2 STI-P3 STI-P3 STI-P3
3. Piping Type: Wrapped Stes] Wrapped Sieel Wrapped Stesl Wrrappad Sieel Veapped Siesl
4, Size of Tank: 12,000 10,000 6300 10,000 4000
5. Tank Contents, Reg. UL Mid UL Prem, UL Dieset 2 Diesel '
5. Install Date; 47971990 4/9/1980 4/5/1990 4/9/1990 47971950
17.TTT Date:
B, LTT Daie: £
G: LD {Tank): ATG ATG ATG ATG ATG
L 100 LD (Pape): ELLD ELLD ELLD ELLD ELLD
? i
il Closure Dage:
Perm  Temp =~ Ferm  Temp_ Perm | Temp_ Perm__ Temp Peem  Temp_ Peom_ Temp_ Porm _ Temp
12, Spill: Yes x No__ Yes ;WNe  Yes x No_ Yes :No = Yes Mo Yes No_ Yes  No
13, Overfilh Yes x No_ Yes sNo  Yes ; No_ Yes xNo _ Yes ;No_ Yes No__ Yes No
Type: Alarm Alarm Adnemn Alarm Alarm
14, CP(Tanky: Yesx No _ Yes No  Yes No_  Yes__No__ Yes No_ Yes No__ Yes No
Drate: 10/26/2016 Due 10/26/17
Type! Impressed Current
15.CP (Pipingy:  Yes__No___ Yes_ Mo __ Yes_ No  Yes_ Mo Yes_ No__ Yes_ No__ Yes_ No__
Drate: 107262016 Due 10726717
Type: Impressed Current
16, CP Monitoring: {For all cathodic pratection sysiems (Galvanic Anedes and Impressed Cement Sysierns)) r
bMo/3Yrs:  Yes _ Ne_ Y HNo Yes Mo Yss_ Mo Yes_ No__  Yes_ No__  Yas__ No __
Npte: Monitoning conducied within stx month of installation and three vears afier inttial montsotag. [280.3HbX1Y
Six Months: Yes Mo Yes  No__ Yes _No _ Yes__ Meo__  Yes__ No__  Yes__ Ne__ Yes__ No
Mote: Monitosing conducted within six month of any repairs o UST system. [280.33(e}
Records; Yes _ Ne_  Yes  No_ Yes Mo Yes_ MNe__ Yes _ No_ Yes__ MNe__  Yes_ No
Nete: Records on file of last two monsong resulis, [280.31483(2))
17. CP Monttoring: [For lmpressed Current Systems Ondy]
60 Day Imsp..  Yes__ No__ Vs No__ . Yes__ No __ Yes__ No__  Yes_ No__  Yes__ No__  Yss. No__
Note: Sysiem is inspected ever 60 days, Invelvers reading and recording sysiems voliage and ampesage, [280.31(c)]
Records: Yes _ Ne Yes s Yes No Yes Mo Yes No Yes . No Yes _ HNe

Note: Records on file of last theee vohage and amperage readings. [280.33(d)(1))

IRMIRATY
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| UST Enspection Checklist

PART [EL RECOMMENDATIONG) & NARRATIVE COMMENTS
L. Further action is recommend/aocessary: Yes No éf 3, Hotice of ¥Violation (NOVY: Yes Mo Date:
Naotes: Motes:
L {EH Yes, A Full Marrative Repon is required along with this checklist]
I Facilgy o nroyzaﬂ mfo. on compliance: Yes No 6. Field Citatton {FCr Yes No Date:
Rotes: Notes:
1 i Yes, A Pull Narraiive Repon s required along with this checklist]
3. Folliow-up inspeciion recommended:  Yeas No 7. Administrative Order (A0 Yes Mo Drage;
Motes: Motes:
[ Yes, state ressonls) why.) {if ¥es, & Full Narvavive Report ke repuiced along with this checkiist]
4, Information Regues: Letter (IEL: Yes Mo Drate: 8, Refer 10 State: Yes Ng Drates
MNotes: Notes:
[If Yes, & Full Narrative Repon bs required alopg with this checklist] [If Yes, A Foll Narative Report mes be reguired along with this checkiist]
[ 0. Financial Responsibility (FR): Yes x No Expiration Date;  Minnesota Perrofund

10. Inspecior's Remarks:  Hapded ow the Updated 2015 Must for USTs and Implementation Time Frames for 2015 UST Brochure

Discussed the new 2015 regulations. Under-dispenser containment for new dispenser sysiems, operator training, spill preveation
equipment testing, overfill prevention eguipmen! inspections, contzinment sump testing, release detection eguipment testing &
walkthronzh mm‘*chﬁm )

Spill buckets. sumps and under dispenser comainment are all dry except tank 4 & 5 spill buckets have smaﬂ amount of product —
recommended to ciean out. Premium spill bucket is cracked near the top — recommended (o repair/replace.

(P passed 1{/26/2016. Federated does annual CP due again [0/26/2017.

Checked Rectifier 16V /6.4 Amzs 47390 hours, See attach Monthly Rectifier Readings,
Amnnual Mechanical/ Elecronic Leak Detecrion performed 15/27/16, See attached.

1. Additional Remarks/Comments: o o
TopkTest TI T2 T3 T4 T3 Line Test were observed also. Had 12 consecutive months of multiple passes at
10/3/2016  Pass P P P P 2 GPH and annual . JGPH. See Attached photo of an example of printout for
57172016 P _F P P P each month. Ali lines passed each month, November 2815 thru October 2016
B/1/2016 P P p _p P Ef
77172016 P P P P P
61/206 P P P P P 5//// )/ - ﬁﬂﬁﬁfcf Lo Tha Ru/ e The
s/2/2016 P P P P P —th N S q:kd‘ %P‘D%’cu T
4/1/2016 P P P P P Cw/zgi/ o As i e// //r/e({ /p e(wﬂffﬂmé
3206 P B P P P fetaw O lep (MZQ YLk b&@f’
2/1/2016 P P P P P ST S a1 55 L(e:_‘) MER f%’///7
1232015 P PP P P |
12742015 P P P P P
11/27201s B B P P P

7
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